§39.10-13

(v) Normal operations; and
(7) Emergency procedures.

[CGD 88-102, 55 FR 25446, June 21, 1990; 55 FR
39270, Sept. 26, 1990]

§39.10-13 Submission of vapor control
system designs—TB/ALL.

(a) Plans, calculations, and specifica-
tions for a new vessel vapor collection
system must be submitted to the Ma-
rine Safety Center for approval prior to
installation.

(b) An existing vapor collection sys-
tem installation that has been Coast
Guard approved to transfer cargo vapor
to specific facilities must be reviewed
and approved by the Marine Safety
Center prior to transferring vapors to
other facilities.

(c) The owners/operators of a foreign
flag vessel may submit certification by
the classification society which classes
the vessel that the vessel meets the re-
quirements of this part as an alter-
native to meeting the requirements in
paragraphs (a) and (b) of this section.

(d) Upon satisfactory completion of
plan review and inspection of the vapor
collection system or receipt of the cer-
tification provided for in paragraph (d)
of this section, the Officer in Charge,
Marine Inspection, shall endorse the
Certificate of Inspection for U.S. flag
vessels, or the Certificate of Compli-
ance for foreign flag vessels, that the
vessel is acceptable for collecting the
vapor from crude oil, gasoline blends,
and benzene, or any other vapor it is
found acceptable to collect.

[CGD 88-102, 55 FR 25446, June 21, 1990, as
amended by CGD 95-028, 62 FR 51200, Sept. 30,
1997]

Subpart 39.20—Design and
Equipment

§39.20-1 Vapor collection system—TB/
ALL.

(a) Each vapor collection system
must meet the following requirements:

(1) Except as allowed by paragraph
(a)(3) of this section or the Com-
mandant (G-MSO), vapor collection
piping must be permanently installed,
with the vessel’s vapor connection lo-
cated as close as practical to the load-
ing manifold;
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(2) If the vessel collects vapors from
incompatible cargoes simultaneously,
it must keep the incompatible vapors
separate throughout the entire vapor
collection system;

(3) A vessel certified to carry cargo
listed in Table 151.05 of part 151 or
Table 1 of part 153 of this chapter may
have vapor connections located in the
vicinity of each tank in order to pre-
serve segregation of cargo systems, in
lieu of common header piping;

(4) A means must be provided to
eliminate liquid condensate which may
collect in the system, such as draining
and collecting liquid from each low
point in the line;

(5) Vapor collection piping must be
electrically bonded to the hull and
must be electrically continuous; and

(6) An inerted tankship must have a
means to isolate the inert gas supply
from the vapor collection system. The
inert gas main isolation valve required
by SOLAS 74, as amended, chapter 11-2,
Regulation 62.10.8 may be used to sat-
isfy this requirement.

(b) The vapor collection system must
not interfere with the proper operation
of the cargo tank venting system.

(c) An isolation valve capable of
manual operation must be provided at
the vessel vapor connection. The valve
must have an indicator to show clearly
whether the valve is in the open or
closed position, unless the valve posi-
tion can be readily determined from
the valve handle or valve stem.

(d) The last 1.0 meter (3.3 feet) of
vapor piping before the vessel vapor
connection must be:

(1) Painted red/yellow/red with:

(i) The red bands 0.1 meter (0.33 feet)
wide, and

(if) The middle yellow band 0.8 meter
(2.64 feet) wide; and

(2) Labeled “VAPOR” in black letters
at least 50 millimeters (2 inches) high.

(e) Each vessel vapor connection
flange must have a permanently at-
tached 0.5 inch diameter stud at least
1.0 inch long projecting outward from
the flange face. The stud must be lo-
cated at the top of the flange, midway
between bolt holes, and in line with the
bolt hole pattern.

(f) Each hose used for transferring
vapors must:
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